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KEYED NOTES
KEY NOTE KEY NOTE AREA OF WORK
SHULTZ
(D | EXISTING SWIMMING POOL ?Egmgx%)m FOR FAN AND DUCT — FIELD ENGINEERING
@ NEW PADDOCK EVACUATOR EXHAUST PLENUM GROUP, PC
BENCHES (BY PADDOCK POOLS) ® 22"¢ DUCT FROM TEE BELOW FAN TO FAN 212 N. McDowell St, Suite 204
INLET.  MAINTAIN STRAIGHT DUCT, LENGTH Charlotte, NC 28204
PADDOCK EVACUATOR CONNECTOR BOX (BY EQUAL TO 3 DUCT DIAMETERS, BETWEEN TEE (P) 704.334.7363 (F) 704.347.0093
@ PADDOCK). (TYPICAL OF 2) AND FAN INLET FOR PROPER AR FLOW. www.shultzeg.com
SEG - 15-055
(®) | NEW WALL PENETRATION FOR EXHAUST DUCT () | EXMAUST FAN OUTLET. ~OUTLET SHALL BE
BY GENERAL CONTRACTOR. LOCATED SUCH THAT IT IS 10'-0" OR MORE
AWAY FROM OUTSIDE AR INTAKE OF FRESH ] Y,
® CONNECT NEW EXHAUST AIR DUCT TO NEW AR SUPPLY TO BUILDING. -
EVACUATOR CONNECTOR BOX. COORDINATE
WITH PADDOCK FOR SPECIFICS OF (3 | BALANCING (VOLUME) DAMPER (TYPICAL OF 4)
CONNECTION. (TYPICAL OF 2)
16" DUCT FROM ELBOW BELOW FAN TO FAN
(6) | SUPPORT FOR DUCTWORK (TYPICAL) INLET.  MAINTAIN STRAIGHT DUCT, LENGTH
EQUAL TO 3 DUCT DIAMETERS, BETWEEN TEE /;\ KEY PLAN
@ NEW PVC COATED SPIRAL [GALVANIZED STEEL] AND FAN INLET FOR PROPER AR FLOW. X
DUCT, EPOXY COATED DUCT, OR PVC EXHAUST M2 / SCALE: NONE
DUCT @ | EXSTING EXHAUST FAN TO BE REMOVED FROM
SERVICE. FAN, DUCTWORK, AND GRILLES MAY | | |
NEW UPBLAST EXHAUST FAN — SEE SCHEDULE REMAIN IN PLACE, BUT WILL NOT BE USED
THIS SHEET FOR EXHAUSTING AR FROM THE POOL. |
® NEW CONCRETE BASE PAD FOR NEW EXHAUST EXISTING EXHAUST GRILLE TO REMAIN IN D_
FAN PLACE BUT NOT IN SERVICE.
(@ | LOCATION FOR FAN VFD'S, SELECTOR SWITCH, 2 —J 2
AND PLACARDS. O O T
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